
COLD WATER

GAS SUPPLY

18" ABOVE GRADE

SEISMIC STRAPS

HOT WATER

COLD WASTER SHUT OFF

NO WATER HEATER WHICH DEPENDS ON FUEL COMBUSTION FOR 

BE USED FOR SLEEPING PURPOSES, BATHROOM, CLOTHES CLOSET
HEAT SHALL BE INSTALLED IN ANY ROOM USED OR DESIGNED TO

ANY BATH OR BEDROOM.  EXCEPTION IS A SEALED COMBUSTION UNIT

DRIP LEG, GAS VALVE AND UNION
GAS SUPPLY TO INCLUDE A 

OR IN ANY CLOSET OR OTHER CONFINED SPACE OPENING INTO 

4" MIN.

PROVIDE BOLLARDS WHEN WATER 
HEATER IS INLINE WITH THE GARAGE 
DOOR OPENINGS

T & P RELIEF WATER DRAIN
TO WITHIN 6" OF FLOOR

GARAGE HOT WATER HEATER REQUIREMENTS 
          


